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Rīga-1 10.535 9.502 13.947 0.6872 11.313 10.203 14.974 0.7379 0.5707

Rīga-3 10.533 9.500 13.947 0.6872 11.310 10.201 14.974 0.7379 0.5707

Ziemeļi

Baldone 10.532 9.499 13.945 0.6871 11.309 10.200 14.971 0.7378 0.5707

Daugmale 10.534 9.501 13.946 0.6871 11.311 10.202 14.972 0.7378 0.5707

Jelgava-2 10.533 9.500 13.947 0.6870 11.310 10.201 14.974 0.7377 0.5705

Jelgava-1

Nākotne 10.533 9.499 13.946 0.6870 11.310 10.200 14.972 0.7377 0.5706

Dobele 10.533 9.499 13.947 0.6870 11.310 10.200 14.974 0.7377 0.5705

Kalnciems 10.532 9.499 13.946 0.6871 11.309 10.200 14.972 0.7378 0.5706

Sloka 10.533 9.500 13.947 0.6870 11.310 10.201 14.974 0.7377 0.5705

Dzirkstele 10.533 9.499 13.947 0.6870 11.310 10.200 14.974 0.7377 0.5706

Brocēni 10.531 9.498 13.947 0.6870 11.308 10.199 14.974 0.7377 0.5705

Saldus 10.533 9.500 13.947 0.6870 11.310 10.201 14.974 0.7377 0.5705

Lutriņi

Zirņi 10.530 9.497 13.943 0.6871 11.307 10.198 14.969 0.7378 0.5707

Rudbārzi 10.530 9.497 13.941 0.6873 11.307 10.198 14.967 0.7380 0.5708

Tadaiķi 10.533 9.500 13.947 0.6870 11.310 10.201 14.974 0.7377 0.5705

Liepāja 10.533 9.499 13.947 0.6870 11.310 10.200 14.974 0.7377 0.5705

Zaķumuiža 10.535 9.501 13.947 0.6872 11.312 10.202 14.974 0.7379 0.5707

Vangaži 10.535 9.502 13.947 0.6872 11.313 10.203 14.974 0.7379 0.5707

Krimulda 10.535 9.502 13.947 0.6872 11.313 10.203 14.974 0.7379 0.5707

Ezerciems 10.535 9.502 13.948 0.6872 11.312 10.203 14.975 0.7379 0.5706

Sigulda 10.454 9.428 13.798 0.6913 11.225 10.124 14.814 0.7423 0.5741

Līgatne 10.454 9.427 13.798 0.6913 11.225 10.123 14.814 0.7423 0.5741

Cēsis 10.454 9.428 13.798 0.6913 11.225 10.124 14.814 0.7423 0.5741

GasOn 10.454 9.428 13.799 0.6913 11.226 10.124 14.815 0.7423 0.5741

Palsmane

Lode 10.453 9.427 13.798 0.6912 11.224 10.123 14.813 0.7422 0.5741

Valmiera-1 10.453 9.427 13.798 0.6912 11.224 10.123 14.813 0.7422 0.5741

Valmiera-2 10.453 9.427 13.798 0.6912 11.224 10.123 14.813 0.7422 0.5741

Ogre 10.535 9.501 13.945 0.6872 11.312 10.202 14.971 0.7379 0.5707

Kaibala 10.534 9.500 13.946 0.6872 11.311 10.201 14.972 0.7379 0.5707

Aizkraukle 10.535 9.502 13.945 0.6872 11.312 10.203 14.971 0.7379 0.5707

Koknese 10.534 9.500 13.946 0.6872 11.311 10.201 14.972 0.7379 0.5707

Vecbebri 10.540 9.506 13.957 0.6869 11.318 10.208 14.984 0.7376 0.5705

Jēkabpils 10.535 9.502 13.945 0.6872 11.312 10.203 14.971 0.7379 0.5707

Līvani 10.537 9.504 13.951 0.6871 11.315 10.205 14.978 0.7378 0.5706

Preiļi 10.534 9.501 13.947 0.6871 11.311 10.202 14.973 0.7378 0.5707

Rēzekne 10.534 9.501 13.945 0.6872 11.311 10.202 14.971 0.7379 0.5707

Daugavpils 10.535 9.501 13.945 0.6872 11.312 10.202 14.971 0.7379 0.5707

Izborska (Korneti) 10.443 9.418 13.791 0.6907 11.214 10.113 14.806 0.7417 0.5735

Inčukalna PGK 10.455 9.430 13.803 0.6911 11.227 10.126 14.819 0.7421 0.5738
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