
Gāzes kvalitātes parametri
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Rīga-1 10.542 9.508 13.939 0.6890 11.320 10.210 14.965 0.7399 0.5722

Rīga-3 10.542 9.508 13.939 0.6890 11.320 10.210 14.965 0.7399 0.5722

Ziemeļi

Baldone 10.559 9.523 13.969 0.6882 11.338 10.226 14.997 0.7390 0.5716

Daugmale 10.558 9.523 13.969 0.6882 11.337 10.226 14.997 0.7390 0.5716

Jelgava-2 10.563 9.528 13.973 0.6885 11.343 10.231 15.001 0.7393 0.5718

Jelgava-1

Nākotne 10.563 9.528 13.973 0.6885 11.343 10.231 15.001 0.7393 0.5718

Dobele 10.563 9.528 13.973 0.6885 11.343 10.231 15.001 0.7393 0.5718

Kalnciems 10.564 9.529 13.973 0.6885 11.344 10.232 15.001 0.7393 0.5718

Sloka 10.563 9.528 13.973 0.6885 11.343 10.231 15.001 0.7393 0.5718

Dzirkstele 10.563 9.528 13.972 0.6885 11.343 10.231 15.000 0.7393 0.5718

Brocēni 10.562 9.527 13.972 0.6885 11.342 10.230 15.000 0.7393 0.5718

Saldus 10.563 9.528 13.973 0.6885 11.343 10.231 15.001 0.7393 0.5718

Lutriņi 10.563 9.529 13.973 0.6885 11.343 10.232 15.001 0.7393 0.5718

Zirņi 10.563 9.528 13.972 0.6885 11.343 10.231 15.000 0.7393 0.5718

Rudbārzi 10.562 9.528 13.973 0.6885 11.342 10.231 15.001 0.7393 0.5718

Tadaiķi 10.563 9.528 13.973 0.6885 11.343 10.231 15.001 0.7393 0.5718

Liepāja 10.563 9.528 13.973 0.6885 11.343 10.231 15.001 0.7393 0.5718

Zaķumuiža 10.542 9.509 13.939 0.6890 11.320 10.211 14.965 0.7399 0.5722

Vangaži 10.541 9.507 13.939 0.6890 11.319 10.209 14.965 0.7399 0.5722

Krimulda 10.542 9.509 13.939 0.6890 11.320 10.211 14.965 0.7399 0.5722

Ezerciems 10.540 9.507 13.936 0.6891 11.318 10.209 14.962 0.7400 0.5723

Sigulda 10.455 9.429 13.805 0.6907 11.227 10.125 14.821 0.7417 0.5737

Līgatne 10.454 9.429 13.805 0.6907 11.226 10.125 14.821 0.7417 0.5737

Cēsis 10.454 9.429 13.805 0.6907 11.226 10.125 14.821 0.7417 0.5737

GasOn 10.453 9.427 13.803 0.6907 11.224 10.123 14.819 0.7417 0.5737

Palsmane 10.453 9.427 13.803 0.6908 11.224 10.123 14.819 0.7418 0.5737

Lode 10.460 9.434 13.810 0.6911 11.232 10.130 14.826 0.7421 0.5740

Valmiera-1 10.463 9.437 13.810 0.6911 11.235 10.133 14.826 0.7421 0.5740

Valmiera-2 10.461 9.436 13.810 0.6911 11.233 10.132 14.826 0.7421 0.5740

Ogre 10.558 9.523 13.969 0.6882 11.337 10.226 14.997 0.7390 0.5716

Kaibala 10.559 9.523 13.969 0.6882 11.338 10.226 14.997 0.7390 0.5716

Aizkraukle 10.557 9.522 13.969 0.6882 11.336 10.225 14.997 0.7390 0.5716

Koknese 10.558 9.522 13.969 0.6882 11.337 10.225 14.997 0.7390 0.5716

Vecbebri 10.559 9.523 13.969 0.6882 11.338 10.226 14.997 0.7390 0.5716

Jēkabpils 10.558 9.523 13.969 0.6882 11.337 10.226 14.997 0.7390 0.5716

Līvani 10.558 9.523 13.968 0.6882 11.337 10.226 14.996 0.7390 0.5716

Preiļi 10.559 9.523 13.968 0.6882 11.338 10.226 14.996 0.7390 0.5716

Rēzekne 10.559 9.523 13.969 0.6882 11.338 10.226 14.997 0.7390 0.5716

Daugavpils 10.558 9.523 13.969 0.6882 11.337 10.226 14.997 0.7390 0.5716

Izborska (Korneti) 10.440 9.414 13.795 0.6898 11.210 10.109 14.810 0.7407 0.5727

Inčukalna PGK 10.449 9.422 13.802 0.6901 11.220 10.117 14.818 0.7410 0.5741
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